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Conduit . Total |Allowable| |nciided \02/!9/08‘ ELECTRICAL MODIF ICATIONS EL| RR | 42
Reference Size T Fill Fill conductor T
No vpe (m?) | (mm2) | Co0le No. v vpe [ MaRK] DATE] DESCRIPTIONS Byl cn'plccos
2551 | E-139 a1 RGS conduit 212.85 534.55 | LP223-2,4A{3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation REVISIONS
2552 | E-139 41 | RGS conduit 212.85 534,55 | LP223-2,4A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation CONTRACT CHANGE ORDER NO.
SHEET OF PLANS APPROVAL DATE
2553 | E-139 411 RGS conduit 212.85 534,55 |LP223-2,4A]3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation PB POWER, Inc.
A Parsons Brinckerhoff Company
2554 E-139 41 RGS conduit 212.85 534,55 | LP223-2,4A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation M\B’ 303 Second St., Sulte 7OON
\)gé, L San Francisco, CA  94107-13I7
2555 | E-139 41 RGS conduit 212.85 534,55 |LP223-2,4A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation FOR REVISION ONLY The State of Callfornla or its offlcers or agents shall nat be responsible For the accuracy
or completeness of electronic coples of this plan sheef.
2556 | E-139 41 |RGS conduit 212.85 534.55 |LP223-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Caltrans now has a web slte! To gef fo the web slte, go fo: hip:/ /www.dof.ca.gov
S 2557 | E-139 a1 RGS conduit 212.85 534.55 |LP223-6,8A(3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
alo : _ i CONDUIT DATA
S 2558 | E-140 LAl RGS conduit 212.85 534.55 |LP223-6,8A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
ole Conduit ¢ i l;_qfloll AIIFovd)‘ 1e |nciuded
h|“ 2559 | E-140 41 [RGS conduit 212.85 | 534.55 | LP223-6,8A|3 + | gnd #6,#8, 600 V, RHH/RHW insulation No Reference | Size Type (am?) (anz) | Cavle No. Conductor Type
> ,"‘_J 2642 | E-138 41 RGS conduit 212.85 534.55 A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
‘ﬁI:J g 2560 E-140 a1 RGS conduit 212.85 534,55 |LP223-6,8A(3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
o 2643 | E-138 41 RGS conduit 212.85 534,55 | A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
-8 8 2561 E-140 41 RGS conduit 212.85 534,55 |LP223-6,8A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation )
S| ® 2644 | E-138 41 | RGS conduit 212.85 | 534,55 | A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
N 2562 | E-140 41 | RGS conduit 212.85 534,55 | LP223-6,8A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
o 2 2645 | E-138 41 RGS conduit 212.85 534.55 | A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
2563 | E-140 1 RGS conduit 212.85 534.55 |LP223-6,8A(3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
BE > . - 2646 | E-138 41 RGS conduit 212.85 534,55 | A-2013-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
W o 2611 | E-135 41 |RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
<L£ 8 . 2647 [E-139 a1 RGS conduit 212.85 534.55 A-2013-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
36| ¢ 2612 | E-135 41 | RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
3; 8 2648 | E-139 41 RGS conduit 212.85 534.55 A-2013-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
<téJ (I) 2613 | E-135 41 RGS conduit 0.00 534,55 |Pull rope [Soft-Fiber Polyester
© 2649 | E-139 41 RGS conduit 212.85 534.55 A-2013-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
2614 | E-136 41 RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
2650 | E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
= 2615 | E-136 a1 RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
o 2651 E-139 11 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
=Y 2616 | E-136 41 |RGS conduit 0.00 534.55 |Pull rope |[Soft-Fiber Polyester j
° = 2652 | E-139 41 | RGS conduit 212.85 | 534.55 | A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
s EE 2617 | E-136 41 RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
w = 2653 [E-139 11 RGS conduit 212.85 534.55 A-2014-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
s Ej 2618 | E-137 1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
2 8 - . 2654 | E-139 41 RGS conduit 212.85 534.55 | A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
& 2619 | E-137 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
; 2 2655 | E-139 1 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
g l;:l 2620 | E-137 a1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
gg 2656 | E-139 41 RGS conduit 212.85 534,55 | A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2621 E-137 41 RGS conduit 0.00 534.55 |Pull rope |[Soft-Fiber Polyester
2657 | E-139 41 RGS conduit 212.85 534.55 A-2014-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
2622 E-138 11 RGS conduit 0.00 534,55 [Pull rope |Soft-Fiber Polyester
2658 | E-140 41 RGS conduit 212.85 534.55 | A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2623 | E-138 41 | RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
2659 | E-140 41 | RGS conduit 212.85 | 534.55 | A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
g 2624 E-138 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
= 2660 | E-140 41 RGS conduit 212.85 | 534.55 | A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
'5 2625 | E-138 1 RGS conduit 0.00 534,55 | Pull rope |Soft-Fiber Polyester
§ 2661 | £-140 41 | RGS conduit 212.85 | 534.55 | A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
s 2626 | E-139 a1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
z 2662 | E-140 41 RGS conduit 212.85 534.55 | A-2014-2 [ 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgation
e« 2627 | E-139 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
2663 | E-140 a1 RGS conduit 212.85 | 534.55 | A-2014-2 | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
s 2628 | E-139 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
= 2664 | E-135 41 RGS conduit 212.85 534.55 LP219-6,84 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
g 2629 | E-139 41 RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester 1 LA A AR A A AV ANV Y VNV VNNV A A A
- 245+
E 2630 | E-139 41 |RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester MAAAL AL, AANN \'} @
wd 2158 | E-135 11 RGS condulyt, PVC Coated y 3
e 2631 | E-140 41 | RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester J Q
' A AN A A A A A A A A A A A A A A A AANAAPNIT= ?
< 2637 E-138 a RGS conduit 212.85 534,55 |Pull rope |Soft-Fiber Polyester 2759 | E-135 41 RGS conduit 440, 31 534.55 A-3031-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation ~
= - i i i UP205-6 | 1-2/C + gnd #8,600 V, EPR insulation 0
S 2638 E-138 RGS conduit 212.85 534.55 | A-2013-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation Pull rope| Soft-Fiber Polyester a
[l -
; 2639 E-138 a4 RGS conduit 212.85 534.55 | A-2013-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion §
o a
w 2640 | E-138 41 | RGS conduit 212.85 534,55 |A-2013-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation w
<t
For continuation, see next sheet. e
et 2641 E-138 1 RGS conduit 212.85 534.55 |A-2013-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation !
o 3 ] ]
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